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Abstract

A Organic Rankine Cycle waste heat recovery cogeneration system for heat recovery and power generation to relieve grid pressure
and save energy cost for a ferrochrome smelting plant is investigated. Through the recovery and utilization of previously wasted
heat from the facility’s internal smelting process off-gases, the cogeneration system is introduced to generate electrical power to
supply the on-site electricity demand and feed electricity back to the utility grid when it is necessary and beneficial to do so.
In addition, the cogeneration system generates cooling power through a lithium bromide-water solution absorption refrigeration
cycle to meet the cooling requirements of the plant. The heat recovery process for power generation is modeled and the optimal
power dispatching between the on-site loads and the utility grid is formulated as an economic power dispatching (EPD) problem,
which aims to maximize the plant’s economic benefits by means of minimizing the cost of purchasing electricity from the utility and
maximizing revenue from selling the generated electricity to the grid. Application of the developed model to a ferrochrome smelting
plant in South Africa is presented as a case study. It is found that, for the studied case, more than $1 290 000 annual savings can
be obtained as a result of the proposed heat recovery power generation system and the associated EPD model. In addition to this,
more than $920 000 annual savings is obtained as a result of the generated cooling power via the proposed absorption refrigeration
system. The combined cogeneration system is able to generate up to 4.4 MW electrical power and 11.3 MW cooling power from
the recovered thermal energy that was previously wasted.

Keywords: Waste heat recovery, Organic Rankine Cycle, economic power dispatching, optimal power flow.

1. Introduction

The world is in the midst of an energy crisis where a lim-
ited energy generation capacity is struggling to keep up with a
continuously increasing demand for energy. This is particularly
the case in South Africa. It has therefore never been more cru-
cial to look towards and embrace renewable energy resources
and new energy technologies to aid in the alleviation of this en-
ergy crisis. In conjunction with technology development, the
recovery and utilization of waste energy have shown significant
potential in the management of this crisis by introducing con-
siderable energy savings [1, 2]. One such energy saving oppor-
tunity exists in the mining and smelting industry, for example in
the ferrochrome (FeCr) industry, in the form of furnace off-gas
thermal energy recovery.

It was estimated that around 80% of the world’s chromium
deposits can be found in the Bushveld Complex in South Africa,
which spans an estimated cumulative diameter of almost 300
km [3], [4]. Because of the sheer size of the area and the over-
whelming deposits of precious metals, such as chromium, in the
Complex rock, the mining and smelting of these metals form a
vital and influential sector of South Africa’s economy [4].

The smelting of chrome is an energy-intensive production
process requiring approximately 3.3 to 3.8 MWh of electrical
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energy per ton of FeCr produced [5]. Of the country’s 40 GW
supply capacity, Ferro-Alloy smelting industries account for al-
most 5%, a staggering 2 GW of required power1. FeCr indus-
tries in South Africa have become severely constrained nowa-
days because of their high energy intensity and the increasing
electricity price in the country. As a result, these industries
need to seek solutions for more efficient utilization of the lim-
ited energy supply, which involves improving operational tech-
nologies and processes, and the potential recovery and re-use of
wasted energy. Through such improvements, the efficiency of
energy utilization can be improved and an overall improvement
in the country’s economy can be achieved by allowing the FeCr
industries to be competitive on a global scale once again.

Various methods and techniques for increasing energy ef-
ficiency in the chrome smelting industry have been reported
[6, 7, 8]. An important topic, the utilization of waste thermal
energy for the generation of useful energy, has recently come
under scrutiny.

The smelting processes of chrome involve the separation
and fusion of materials according to process-specific chemi-
cal reactions inside a molten material bath in order to produce
FeCr. The chemical processes and reactions require a carbona-
ceous reductant and extremely high temperatures for the extrac-
tion of iron (Fe) and chromium (Cr) metals from the raw feed

1Rodney Jones. Electric Smelting in Southern Africa.
http://www.mintek.co.za/Pyromet/Files/2013Jones-ElectricSmelting.pdf
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Nomenclature

AD maximum installed access demand for consumption
in MVA

CACr consumption administration charge rate in $/day

COP coefficient of performance of the cooling system

CRC consumption reliability charge in $

CRCr consumption reliability charge rate in $/kWh

CS Cr consumption service charge rate in $/day

Cph specific heat of hot material in kJ/kg·K

DLF distribution loss factor

E electrical power generated by the cogeneration sys-
tem in MW

ERCr electricity and rural subsidy charge rate in $/MWh

GACr the generation administration charge rate in $/day

GRC generation reliability charge in $

GRCr generation reliability charge rate in $/kWh

GS Cr the generation service charge rate in $/day

NACr consumption network access charge rate in $/MVA

NDCr network demand charge rate in $/MVA

Pload
i, j active power consumption of the plant, including

consumptions of furnaces and induced draft fans, in
MW

Qk
h heat transfer of the k-th furnace in kW

Qcool,cold cooling power generated by the cooling system in
MW

Qcool,low available low temperature power in MW

Qh,total total extracted heat in MW

S load
i, j apparent power consumption of the plant, including

consumptions of furnaces and induced draft fans, in
MVA

T LF transmission loss factor

T NCr transmission network charge rate in $/MVA

Tcold temperature of hot material outlet from heat ex-
changer in °C

Thot temperature of hot material inlet to heat exchanger
in °C

ULVS Cr the urban low voltage subsidy charge rate in
$/MVA

%Cr2O3,s the mass percentages of the Cr2O3 in a dry sample
of the ore

%FeO,s the mass percentages of the FeO in a dry sample of
the ore in kg/s

%H2O the required moisture percentage in the feed ore to a
furnace

ηne net efficiency of the ORC electricity generation sys-
tem

gAD maximum installed access demand for generation in
MVA

gNACr the generation network access charge rate in $/MVA

mk
h hot material mass flow rate of the k-th furnace in kg/s

mCO2 the mass flow rate of CO2 extracted from the off-gas
of a furnace in kg/s

mCr2O3 the mass flow rate of Cr2O3 to a furnace in kg/s

mFeO the mass flow rate of FeO to a furnace in kg/s

mN2 the mass flow rate of N2 in the extracted hot material
from a furnace in kg/s

mO2 the mass flow rate of O2 in the extracted hot material
from a furnace in kg/s

more the mass flow rate of the raw material ore to a fur-
nace in kg/s

n number of furnaces

pp, ps, po the price for energy consumed in $/MWh during
peak, standard and off-peak periods, respectively

pg
p, pg

s , pg
o the price for energy sold in $/MWh during peak,
standard and off-peak periods, respectively

material, which ultimately fuse to form FeCr [9, 5, 10].
The two most important furnace internal chemical reactions

are therefore the reduction of iron and chromium oxides in the
raw material, FeO and Cr2O3 respectively, to produce the Fe
and Cr. A byproduct of the smelting process and the chemical
reactions, along with heat, is carbon monoxide (CO) gas. Be-
cause of the open nature of the furnaces and the extremely high
temperatures, the CO gas exiting the top of the furnace auto-
ignites, using oxygen in the surrounding air to produce carbon
dioxide (CO2). The heat, CO2 gas and dust particles thrown
up from the raw material feed process are extracted from the

furnaces and treated at the bagplant section of the facility. Cur-
rently, these off-gases are extracted by induced draft fans (ID
fans) and passed through trombone coolers, which utilize vast
surface areas and ambient temperature to cool the hot material.
The cooled off-gasses then flow to the bagplant where they are
combined with water and pumped to slimes dams for treatment.

Significant waste of energy occurs in the current cooling
process because the thermal energy of the extracted hot mate-
rial is simply dissipated into the atmosphere. The implementa-
tion of a cogeneration system instead of the trombone coolers
will allow for the recovery and utilization of the wasted ther-
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mal energy for the generation of electricity. In the literature,
many applications of waste heat recovery technologies to indus-
trial processes have been published. For example, application
of a waste heat recovery system to a company manufacturing
large ship and offshore oil-platform chains was reported in [11],
with the focus on determining the size of the main cogenera-
tion equipment. A similar study on the recovery of multiple
waste heat streams in a refinery was done by [12], in which
the procedures for designing the heat recovery network were
presented in detail. Only preliminary studies on the applica-
tion cogeneration systems utilizing furnace off-gasses in FeCr
smelting plants have been reported [13]. According to the liter-
ature, a waste heat recovery system is most suitable for imple-
mentation in a FeCr smelting industry that rejects heat from the
furnaces at medium to high temperatures via the off-gas extrac-
tion system [14, 15, 16]. In addition to electricity generation,
an absorption refrigeration cycle can be used to generate cool-
ing power by utilizing the byproduct of the electricity gener-
ating system, low-grade thermal energy, which is traditionally
directed to the power generation cycle cooling system [17, 18].
Therefore, a combined cogeneration system is proposed for the
recovery and utilization of thermal energy rejected from the
smelting process for the generation of additional electrical and
cooling energy in this study.

The facilities required for the cogeneration system are widely
available today [19, 20, 17, 21]; a waste heat recovery sys-
tem using Organic Rankine Cycle (ORC) [22, 23, 24, 25] as
working fluid is identified as the most suitable waste heat re-
covery system for the specific application. A waste heat re-
covery cogeneration system from Turboden s.r.l. was consid-
ered for electricity generation and a lithium bromide-water so-
lution absorption refrigeration system recommended by Voltas
Technologies was adopted as the core equipment for cooling
power generation. The interest of this study is, in particular, the
optimal operation of this system when applied to FeCr smelt-
ing plants. Existing studies on heat recovery cogeneration sys-
tems either do not consider the power management of such fa-
cilities or only study stand-alone operations of such systems.
No study on the operation optimization of such systems in a
grid-tied environment has been reported so far. Lack of such
operating strategies leads to poor performance of the system
in terms of both operating efficiency and financial benefits to
the plant owner. This is evidenced by many studies conclud-
ing that the proper operation and planning of the equipment
and facilities are some of the key factors affecting the effec-
tiveness of systems in both the industrial and residential sec-
tors [26, 27, 28, 29, 30, 31]. For instance, energy and associ-
ated cost savings were achieved by optimal operation of mining
facilities, such as conveyor belts, crushers, coal washing plants
and so on [32, 33, 34, 35, 36, 37, 38, 39, 40]. Moreover, ex-
isting studies on the application of heat recovery cogeneration
systems to mineral processing plants, such as [41], are centered
around the detailed modeling of the heat recovery efficiency in-
stead of looking into the availability of the thermal energy for
recovery and optimal operation of the cogeneration systems.

The heat recovery cogneration system studied in this paper
produces on-site electricity and cooling power supply for the

plant and provides support and assistance to the utility grid by
feeding the generated energy back into the grid during severely
high demand periods. This not only helps the national grid but
also enables the mine to obtain savings either through the sub-
stitution of electrical energy consumed directly from the utility
grid or through the export of the generated electrical energy to
the utility grid. Optimal operation of the proposed combined
cogeneration system in such a grid-connected environment is
a challenging task that depends heavily on the operating status
of both the on-site smelting processes and the utility grid. The
main function of the operation strategy is similar to the tradi-
tional economic power dispatching (EPD) problem [42, 36, 43,
44, 42, 45, 46] and the power flow management problem of hy-
brid renewable energy systems [47, 48, 49, 50, 51]. However,
the EPD for the studied cogeneration system is even more chal-
lenging. Firstly, unlike the traditional power dispatching for
power plants, the power generated by the cogeneration system
is not controllable because it is directly affected by the pro-
cess generating the waste heat. Secondly, the amount of waste
heat available from the FeCr smelting plant is difficult to de-
termine because of the chemical reactions involved. Therefore,
this study focuses on the development of an EPD algorithm that
optimizes the operation of an on-site cogeneration system tied
to the national grid in order to maximize the benefits of the
plant and help to relieve grid strain by feeding electricity back
into the grid during peak demand periods. This will make an
already implemented cogeneration system more efficient and
help to reach the potential benefits of introducing a new cogen-
eration system to the plant from the plant owner’s perspective.
From the utility’s point of view, the cogeneration system, to-
gether with its optimal operation strategy, helps to deal with
peak demand and reducing the its generating costs.

The rest of this study is organized as follows: Section 2
presents the modeling process of the waste thermal energy car-
ried in the furnace off-gas together with the efficiencies of the
cogeneration system to determine its potential electricity and
cooling power generation capacity. The EPD problem is for-
mulated in Section 3. Section 4 provides a case study based
on a real world mine in South Africa, followed by some fur-
ther discussions on the results achieved in Section 5. Finally,
conclusions are given in Section 6.

2. Modeling of the cogeneration system

In order to determine the electrical and cooling power gen-
eration capacity of the cogeneration system, the available heat
from the internal material smelting process and the efficien-
cies of the cogeneration system must be determined first. A
brief description the FeCr smelting process, the determination
of the available waste heat for cogeneration, and modeling of
the electrical and cooling power generation systems are given in
the following subsections. In particular, the furnace process is
modeled from first principles to determine the available heat for
recovery. After that, the efficiencies of the electrical and cool-
ing power generation facilities are estimated based on manufac-
ture supplied information. Finanly, an EPD model is developed
to optimally control the power flows between the cogeneration
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system, the on-site load, and the utility grid in pursuit of maxi-
mizing the plant owners benefits.

2.1. Description of the FeCr smelting process
The FeCr smelting plant studied utilizes three-phase AC

submerged-electrode arc furnaces for the smelting of raw ma-
terials to form a molten bath. This bath is tapped off from the
furnaces at regular intervals throughout the day and separated
into waste slag and molten FeCr using a density separator. Af-
ter the cooling, crushing and treatment processes, the FeCr is
stored in a range of rock sizes for dispatch. The product FeCr
is used in the manufacture of stainless steel.

The furnaces operate at a temperature around 1500 °C. Hot
dust and gas are extracted from the furnaces via extraction vents
and stacks, at trend-based temperatures from 250 °C to 600 °C,
which are determined by the operating conditions of the fur-
naces. The hot material is then transferred via the extraction
ducts to a bagplant, where it is compressed into a fine powder
and mixed with water to produce sludge. This sludge is pumped
to slimes dams around the facility for treatment. In the existing
system, an intermediate cooling process using trombone cool-
ers is implemented between the furnaces and the bagplant to
bring the temperature of the hot materials below the maximum
temperature rating of the bags to ensure safety. It is proposed
to implement a waste heat recovery cogeneration system, con-
sisting of a heat exchanger for thermal energy recovery and a
turbine generator for electricity generation, instead of the trom-
bone coolers to generate electricity from the waste heat, while
still performing the required cooling of the extracted hot mate-
rial.

2.2. Calculation of available recovered heat
The calculation of the total available heat from the furnace

off-gases requires the temperatures of the hot materials before
and after the proposed heat recovery cogeneration system. The
temperatures before and after the trombone coolers are used to
determine the available heat per furnace and then combined into
total available heat for the cogeneration system. The available
heat from each furnace is calculated by:

Qk
h = mk

hCph(Thot − Tcold), (1)

where mk
h is the sum of the flow rates of CO2, N2 and O2 gasses

determined according to the furnace feed receipt and the rele-
vant chemical reactions.

The calculations of mk
h begin with the calculation of the ac-

tual mass flow rates of FeO and Cr2O3 in the raw feed material
by

mFeO = %FeO,smore(1 −%H2O), (2)
mCr2O3 = %Cr2O3,smore(1 −%H2O). (3)

Thereafter, the constitution of the off-gas is then calculated ac-
cording to the following chemical reactions:

FeO + C = Fe + CO, (4)
Cr2O3 + 3C = 2Cr + 3CO, (5)
2CO + O2 = 2CO2. (6)

Using Eqs. (4) to (6), the mass flow rate of CO2, mCO2, in the
hot material can be obtained. The total mass flow rate of hot
materials mk

h is then obtained by

mk
h = mCO2 + mN2 + mO2

considering the excess air flows, consisting of N2 and O2 gases,
caused by the operation of ID fans.

To account for the operational status of the system, such as
the furnaces being off at certain time intervals for maintenance,
potential faults in the temperature sensors and the minimum
temperature required for the recovery of heat via the ORC co-
generation system, two vital assumptions are made to facilitate
the estimation of the overall available heat. These assumptions,
which apply to each furnace individually, are:

• If the furnace outlet extracted off-gas temperature is be-
low 200 °C at a time instant, the actual furnace itself is
assumed to be off, and the overall heat recovery cogener-
ation system will not consider this specific furnace during
this time interval.

• If the measured bagplant inlet off-gas temperature is higher
than the measured furnace outlet off-gas temperature, the
heat recovery process cannot occur, and the overall heat
recovery cogeneration system will once again not con-
sider this specific furnace during this time interval.

In particular, the above assumptions are realized by means of
the flow control of ID fans used to extract the off-gasses for
each furnace, i.e. if a furnace is off, the flow rate of the corre-
sponding ID fan will be set to zero. With the aforementioned
assumptions, the overall extracted heat available for cogenera-
tion can be calculated using (7).

Qh,total = 0.001
n∑

k=1

Qk
h. (7)

2.3. Systems for electrical and cooling power generation

For the specific application, Turboden s.r.l., an Italian lead-
ing company in the production and development of ORC heat
recovery and turbo generator solutions 2, was consulted and a
specialised heat recovery ORC power generation system was
recommended based on the information on the plant shown in
Tab. 1.

The most appropriate working fluid selected by Turboden
s.r.l. was Hexamethyldisiloxane. The proposed indirect ex-
change ORC heat recovery cogeneration system is shown in
Fig. 1, in which the thermal energy is transferred from the fur-
nace off-gases to the power generation ORC working fluid via
the intermediate heat exchanger which utilizes thermal oil as
the heat transfer medium. The ORC working fluid absorbs the
heat transferred and is vaporized. The fluid vapor then ex-
pands through the turbine which drives an electric generator.
The ORC working fluid in the vaporous phase that leaves the

2Turboden s.r.l.: http://www.turboden.eu/en/home.index.php
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Table 1: Customer supplied and assumed system data descriptions
Data Description Source Data Value Unit
Thermal energy source Customer Smelting off-gases -
Number of furnaces Customer 4 -
Total exhaust gas flow rate Customer 73.5 kg/s
Average exhaust gas tempera-
ture

Customer 413 °C

Minimum exhaust gas temper-
ature

Customer 200 °C

Average air temperature (dry
bulb)

Assumed 23 °C

Average cooling water temper-
ature (tower water)

Assumed 30 °C

Grid voltage connection for
unit

Assumed Medium voltage -

Process off gas

Intermediate heat 

exchanger with 

thermal oil loop
Evaporator/

Main Heat 

Exchanger

Turbine

Electrical 

Generator

Regenerator

Condenser

Pump

Water Cooling 

System

 

Figure 1: Turboden s.r.l. indirect exchange ORC heat recovery cogeneration
system

turbine passes through the regenerator component, where it is
condensed utilizing the condenser and water cooling subsys-
tems. Finally, the working fluid, pre-heated by an internal heat
exchanger, cycles back at the required pressure by means of the
flow control pressurizing pump and is passed back to the main
heat exchanger where the cycle begins again.

Therefore, the power generation cycle in Fig. 1 produces
electricity and low temperature heat through the closed ther-
modynamic cycle that enforces the working fluid to change as
defined by the working fluid’s characteristic ORC. From the
evaluation performed by Turboden s.r.l. utilising the data and
descriptions shown in Tab. 1, the proposed system and perfor-
mance calculations are shown in Tab. 2. The net electricity pro-
duced by the Rurboden TD40 ORC unit is obtained by

E = ηneQh,total, (8)

where ηne=net electrical output power/net available thermal power
× 100%=23% for the specific unit.

Traditionally, the low-temperature heat from the ORC co-
generation system is dissipated into the atmosphere via the cool-
ing subsystem. The utilization of the absorption refrigeration
cycle allows for the use of this low-grade heat for cooling and
refrigeration applications, thereby further improving the over-
all system energy utilization efficiency. The amount of low-
temperature thermal power available, 12.78 MW in the system

Table 2: Turboden s.r.l. system and calculated performance characteristics
Data Description Source Data Value Unit
Heat source calculations
Output temperature from
exchanger

Turboden 200 °C

Exhaust gas average spe-
cific heat capacity

Turboden 1.1 kJ/kg.K

Heat losses from heat ex-
changer

Turboden 2 %

Net available thermal
power

Calculated 17060 kW

ORC power generation
unit
ORC unit type Turboden TD40 -
Heat exchange configura-
tion

Turboden Indirect exchange -

ORC gross power output at
generator terminals

Calculated 4130 kW

ORC captive power con-
sumption

Calculated 195 kW

ORC net output power Calculated 3935 kW
Thermal power to cooling
source

Calculated 12700 kW

Electrical generator
Generator type Turboden Asynchronous -
Generator frequency Turboden 50 Hz
Generator voltage Turboden Medium voltage -
Cooling subsystem (if re-
quired)
Cooling type (ORC con-
denser)

Turboden Dry WCC -

Cooling system internal
consumption

Calculated 180 kW

design case (shown in Tab. 2), is calculated using

Qcool,low = (100% − ηne − 2%)Qh,total. (9)

The low-temperature thermal power calculated in (9) is in
the form of hot water. This is because it is the water in the
cooling subsystem that picks up the low-grade heat from the
power generation cycle via the condenser component. For the
suitable operation of an absorption refrigeration cycle, the cool-
ing system fuel or supply heat must be in the form of hot water
around 92 °C. Although the proposed power generation system
usually operates with condenser design inlet and outlet cool-
ing water temperatures of 23 °C and 30 °C respectively, these
design values can be altered with a relatively small reduction
in the net efficiency of the electricity generating cogeneration
system (about a 2%) in order to obtain a condenser cooling wa-
ter outlet at approximately 90 °C. Therefore it is assumed that
the cooling water exiting the condenser of the power generation
system, hot water at approximately 92 °C, will be an acceptable
fuel source for the absorption refrigeration system. The utiliza-
tion of this low-grade thermal energy results in a net efficiency
decrease of 2% for the electrical power-generating unit.

A lithium bromide-water solution absorption refrigeration
cycle recommended by Voltas Technologies is chosen for the
cooling power generation. Fig. 2 shows the diagram of this
cooling power generating unit. The coefficient of performance
(COP) of this cooling system is 0.7. Therefore equation (10) is
used to calculate the cooling power output.

Qcool,cold = COP × Qcool,low = 0.7Qcool,low. (10)
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Figure 2: System incorporated lithium bromide-water solution absorption re-
frigeration cycle

The equations from (1)–(10) will be used to determine the
available heat from the smelting process, the generated cooling
power, and the generated electrical power, which is then used
by the EPD algorithm to develop the optimal power dispatch
schedule in the following section.

3. EPD model development

The cogeneration system and the energy flow diagram is
shown in Fig. 3. As mentioned earlier, the EPD model deter-
mines the optimal dispatching of the generated electricity, E,
between the on-site loads and the utility grid so that the maxi-
mum possible overall savings can be obtained.

The decision variable of the EPD problem is thus the amount
of generated electricity, denoted by Ci, j in MW, that is dis-
patched back to the furnace loads. In Ci, j, i = 1, 2, . . . ,m is
the index of days in a month and j = 1, 2, . . . , 48 is the index
of hours in a day. To account for the maximum demand charge
cost of the plant, which is determined by the recorded maxi-
mum power drawn by the plant in a month, the EPD problem is
formulated over the period of a month. The sampling period of
the EPD problem is taken as half an hour, which is the integrat-
ing period of the utility for energy and demand charges, to ease
calculations of the overall cost.

The system’s overall cost to be minimized is the sum of the
system-related energy costs/incentives, use-of-service (UoS) charges
and costs, and costs associated with the generation of energy via
the cogeneration system. The overall energy cost represents all
costs associated with the consumption of energy from the util-
ity grid less the financial incentives obtained through the sell-
back of cogeneration generated power to the utility grid. The
UoS charges and costs account for all costs and rebates asso-
ciated with the power supply from the utility grid, including
administration and network reliability costs. Lastly, the power
generation costs include all costs that are incurred through the
process of generating the additional useful electricity via the co-
generation system. To be specific, the cost of power generation
includes two parts. The first part is the captive power consumed
by the cogeneration system, which is accounted for by (8). The
second part is the energy cost of the operation of the ID fans,
which is part of the on-site loads.

Combined On-site 
Load Pload

mh, Cph

Thot

mh,Tcold

Consumption Tariff

Bagplants

Water Cooling
System

Pump

Generation
Feed-in Tariff

EPD Model

Conderser

Heat 
Exchanger

Turbine

Process 
Off Gases

Utility Grid

Electrical
Generator

m

E
E-C

C

Pload-C

Figure 3: Waste heat recovery cogeneration system and EPD model energy flow
diagram

The overall objective function of the EPD model is therefore
summarised in the following equation:

Overall Cost = cost of on-site energy consumption
− total incentive from sold energy
+ UoS charges.

(11)

According to the consumption and generation tariff structures
set by the local utility, Eskom, overall energy consumption and
generation costs are to be determined according to the time-of-
use (TOU) tariff [52, 53]:

p j =


pp, if j ∈ {15, 16, . . . , 20} ∪ {37, 38, . . . , 40};
ps, if j ∈ {13, 14} ∪ {21, 22, . . . , 36} ∪ {41, 42, 43, 44};
po, if j ∈ {1, 2, . . . , 12} ∪ {45, 46, 47, 48}.

(12)
Therefore the cost function must account for these TOU pe-

riods using peak, standard and off-peak TOU period flag vari-
ables. The peak, standard and off-peak flag variables take val-
ues of either one or zero and are defined by Pi, j = 1 if D(i) =

1, j ∈ {15, . . . , 20} ∪ {37, . . . , 40}; S i, j = 1 if D(i) = 1, j ∈
{13, 14}∪{21, . . . , 36}∪{41, . . . , 44} or D(i) = 2, j ∈ ∪{15 . . . , 24}∪
{37 . . . , 40}; and Oi, j = 1 if D(i) = 1, j ∈ {1, 12} ∪ {45, . . . , 48}
or D(i) = 2, j ∈ ∪{1 . . . , 14} ∪ {25 . . . , 36} ∪ {41, . . . , 48} or
D(i) = 3, j ∈ ∪{1 . . . , 48} with D(i) defined by

D(i) =


1, if day i is a Weekday;
2, if day i is a Saturday;
3, if day i is a Sunday.

(13)

With the optimization variables and TOU periods defined,
the overall system costs for the plant can be determined. The
relevant costs under the MEGAFLEX tariff structure [52, 53]
are discussed in the following subsections.
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3.1. Energy consumption-related costs
3.1.1. Network demand charge

A consumption network demand charge (NDC) for the plant’s
maximum demand is shown in (14).

NDC = max[|Sload
i, j | × (1 −

Ci, j

Pload
i, j

) × (Pi, j + S i, j)]

× NDCr, for all i and j

(14)

3.1.2. Active energy consumption charges
The peak, standard and off-peak active energy consumption

charges, PEC, SEC and OEC, respectively, for the total amount
of energy consumed, are shown in (15) to (17).

PEC = 0.5pp

m∑
i=1

48∑
j=1

[(Pload
i, j −Ci, j) × Pi, j] (15)

S EC = 0.5ps

m∑
i=1

48∑
j=1

[(Pload
i, j −Ci, j) × S i, j] (16)

OEC = 0.5po

m∑
i=1

48∑
j=1

[(Pload
i, j −Ci, j) × Oi, j] (17)

3.1.3. Consumption network related charges
A consumption network access charge (NAC) based on the

voltage of power supply and the annual utilised capacity is shown
in (18).

NAC = AD × NACr (18)

A transmission network charge (TNC) is shown in (19).

T NC = AD × T NCr (19)

An urban low voltage subsidy charge (ULVSC) is deter-
mined by (20).

ULVS C = AD × ULVS Cr (20)

3.1.4. Electrification and rural subsidy charge
An electrification and rural subsidy charge (ERC), applied

to the total amount of active energy consumed, is shown in (21).

ERC = 0.5ERCr

m∑
i=1

48∑
j=1

[(Pload
i, j −Ci, j) × (Pi, j + S i, j + Oi, j)]

(21)

3.1.5. Reactive energy charge
A reactive energy charge (REC) based on the total amount

of excess reactive energy required by the plant is shown in (22).

REC =


0.5RECr

n∑
i=1

48∑
j=1

[Qexc
i, j × (Pi, j + S i, j)], if Qexc

i, j > 0;

0, otherwise;
(22)

where Qexc
i, j = (Pload

i, j −Ci, j) ×
(√

(
|Sload

i, j |

Pload
i, j

)2 − 1 − 0.3
)

3.1.6. Consumption service and administration charges
A consumption administration charge (CAC) and a con-

sumption service charge (CSC) for the utilisation of the utility
grid are shown in (23) and (24).

CAC = m ×CACr (23)

CS C = m ×CS Cr (24)

3.2. Energy generation related costs
3.2.1. Generation network access charge

A generation network access charge (gNAC) for the cogen-
eration system to sell electricity back to the grid is shown in
(25).

gNAC = gAD × gNACr (25)

3.2.2. Active energy generation charges and total rebate
Peak, standard and off-peak active energy generation incen-

tives, PEI, SEI and OEI respectively, for the total amount of
active energy sold to or wheeled through the utility grid to third
party customers, and a rebate to be subtracted from the gNAC,
shown in (26) to (29).

PEI = 0.5pg
p

n∑
i=1

48∑
j=1

[(Ei, j −Ci, j) × Pi, j] (26)

S EI = 0.5pg
s

n∑
i=1

48∑
j=1

[(Ei, j −Ci, j) × S i, j] (27)

OEI = 0.5pg
o

n∑
i=1

48∑
j=1

[(Ei, j −Ci, j) × Oi, j] (28)

Rebate = (PEI + S EI + OEI) × (DLF × T LF − 1) (29)

The distribution and transmission loss factors, DLF and TLF,
in equation (29) are given in [52] and [53]. The rebate is to be
subtracted from gNAC only if this charge is applicable. If the
gNAC is not applicable, the rebate will be 0.

3.2.3. Generation service and administration charges
A generation administration charge (GAC) and a generation

service charge (GSC) for the utilisation of the utility grid are
shown in (30) and (31).

GAC = m ×GACr (30)

GS C = m ×GS Cr (31)

3.3. System network reliability service charge
A combined reliability service charge (RSC) based on the

supply voltage of the utility grid for both energy consumption
and generation is shown in (32) to (34).

CRC = 0.5CRCr

n∑
i=1

48∑
j=1

[(Pload
i, j −Ci, j) × (Pi, j + S i, j + Oi, j)]

(32)

GRC = 0.5GRCr

n∑
i=1

48∑
j=1

[Ei, j −Ci, j) × (Pi, j + S i, j + Oi, j)]

(33)
RS C = max(CRC,GRC). (34)
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3.4. The final cost function

Considering all costs discussed in Sections 3.1–3.3, the final
cost function of the EPD problem is re-written as:

Cost = NDC + (PEC + S EC + OEC) + ERC + REC

+ CAC + CS C + T NC + max(NAC : (gNAC

+ Rebate)) + ULVS C − (PEI + S EI + OEI)
+ GAC + GS C + RS C.

(35)

The EPD optimization problem is eventually formulated as
minimizing system associated cost (35) subject to the available
heat for cogeneration (7), the efficiencies of the electrical and
cooling power generating units detailed in Sections 2.2 and 2.3,
and the energy consumption of the plant.

4. Case study and result analysis

4.1. EPD model data requirements

A case study of a chrome smelting plant in South Africa that
utilizes four AC submerged electrode arc furnaces is presented.
The EPD algorithm utilizes the raw facility and process-related
data in order to calculate the energy generation capacity of the
proposed cogeneration system. In particular, the raw data re-
quired include the real and apparent load powers of all four fur-
naces and the associated induced draft fans, in MW and MVA
respectively, and the extracted off-gas temperatures before and
after the cogeneration system. All data were obtained with cor-
responding date-time stamps (yyyy/mm/dd hh:mm) with a sam-
pling period of half an hour.

The EPD algorithm utilizes a monthly-based cost function
and therefore requires an entire month’s data for the optimal
power dispatch schedule development. However, the EPD model
is expected to operate in real-time, generating a current optimal
power dispatch schedule for any time interval in a given month.
A forecast model based on historical data is developed to fa-
cilitate the real-time operation of the EPD model. The forecast
model developed predicts the average daily load profile data ar-
ray using historical data acquired. This forecast data array is
then used by the EPD model and updated every 30 minutes by
the most recent measurement.

The main objective of the EPD model is to provide the fa-
cility with energy and cost savings. Therefore, the primary
and most important result is the overall system associated en-
ergy and cost savings from the heat recovery cogeneration sys-
tem and the associated EPD model. In addition, this study
also serves to investigate the overall capacity of the previously
wasted thermal energy from the off-gasses and the cooling power
capacity that can be additionally generated using the byproduct,
low-grade thermal energy, of the waste heat recovery system.

Process and facility-related raw data were obtained for the
time period from 2014/08/01 00:00 to 2014/11/12 12:30. The
EPD model was tested using a winter and a summer month,
August 2014 and October 2014 respectively, to investigate the
effect of seasonal variations.
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Figure 5: Average daily generated electricity and cooling power

4.2. Potential of the cogeneration system
Fig. 4 shows the combined on-site loads of the plant stud-

ied and the corresponding available thermal powers that can be
used by the congeneration system for a winter month (August)
and a summer month (October).

Making use of the raw data and the characteristics of the
combined cogeneration system, Fig. 5 depicts the average daily
profiles of generated electricity and cooling power from the
combined cogeneration system for the studied winter and sum-
mer months. In addition, Table 3 shows statistics on the profiles
in Figs. 4-5 and the overall waste thermal energy recovery effi-
ciency of the cogeneration system.

4.3. EPD developed optimal power flow schedule
The EPD optimization problem is solved by the sqp algo-

rithm built into Matlab. The optimal power dispatch schedule is
generated for each half hour interval in the given month. In real-
time operation, as time goes by and the following time interval
is reached, a new optimal power dispatch schedule is calculated
according to the most recent measurement. This process con-
tinues until the end of the given month and starts again at the
beginning of the following month.

Because of the relatively recent nature of feeding electrical
power back to the utility grid in South Africa, no specific feed-
in energy tariff structure has been implemented. Currently, a
facility feeding electrical power back into the grid obtains a
financial incentive from a third-party customer, or Eskom it-
self, which buys this electrical power. The rates that are im-
plemented for this transaction are the base or wholesale elec-
tricity pricing system (WEPS) energy rates. It is noticed that
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Table 3: Statistics on the combined averaged daily profiles

Results Winter: August 2014 Summer: October 2014
minimum average maximum minimum average maximum

Average daily load: Pload (MW) 84 92.81 100 100 109.5 118
Average daily recovered heat: Qh,total (MW) 11 12.85 14 13 14.26 16
Average daily generated electricity: E (MW) 2.4 2.71 2.9 2.7 3 3.3
Average daily generated cooling power: Qcool,cold (MW) 6.2 6.92 7.4 7.1 7.68 8.3
Average overall waste energy utilization (cooling + electrical) efficiency (%) 74.94 74.89

Table 4: Initial and adjusted WEPS energy rates
Peak
(c/kWh)

Standard
(c/kWh)

Off-Peak
(c/kWh)

Adjusted rates for high demand season
Initial WEPS rates 17.16 5.20 2.82
Adjusted WEPS rates 19.45 6.27 3.61
% Increase 13.39% 20.61% 28.05%
Adjusted rates for low demand season
Initial WEPS rates 5.60 3.85 2.44
Adjusted WEPS rates 6.69 4.75 3.19
% Increase 19.50% 23.43% 30.69%
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Figure 6: EPD result of a summer month

the WEPS energy rates have a significant impact on the EPD
model schedule and the overall system associated savings. The
WEPS energy rates set by the local utility [52] were found to be
too low to allow for or encourage the feed of electrical power
back into the utility grid. Consequently, the EPD schedule that
was developed dispatched all generated electricity to the on-
site loads. For the purpose of this research, the WEPS energy
rates are adjusted in order to fully investigate the benefits of the
cogeneration system under competitive feed-in tariffs. Tab. 4
shows the adjusted WEPS energy rates.

The schedules generated by the EPD model for a winter
day, 05 August 2014, and a summer day, 10 October 2014, un-
der the adjusted WEPS rates are presented in Figs. 6 and 7,
in which different color backgrounds represent the peak (red),
standard (yellow) and offpeak (green) periods of the TOU tariff.
From these figures, it can be seen that if the WEPS rates encour-
age this, the EPD would feed the cogeneration generated power
back to the grid to support the utility during critical periods.

4.4. System and facility associated savings

To investigate the financial benefits and viability of the pro-
posed cogeneration system, the final system associated cost sav-
ings are calculated by subtracting the energy costs of the plant
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Figure 7: EPD result of a winter month

Table 5: Total energy cost and savings
Parameter Winter: August 2014 Summer: October 2014
Total Initial Cost $5 356 482.74 $4 209 939.62
Total Final Cost $5 215 508.85 $4 106 788.38
Total Savings $140 973.88 $103 151.24
% Savings 2.63% 2.45%

after implementation of the cogeneration system and the asso-
ciated EPD algorithm from that of the existing system. This is
in line with standard protocols on measurement and verification
of energy savings (theory and case studies of measurement and
verification can be found in [54] and [55]).

For the chosen winter and summer months the final calcu-
lated cost savings obtained are shown in Tab. 5. Assuming these
cost savings are similarly achieved for each winter and summer
month respectively, an approximate annual energy cost savings
figure of $1 351 282.80 can be obtained for the plant.

4.5. Additional savings from generated cooling power

There are many requirements for cooling throughout the
plant, the most prominent being the cooling plant that provides
cooling water for the furnace shells. Additional cooling require-
ments include cooling fans throughout the plant in numerous
plant rooms such as the transformer rooms and the hydraulic
rooms, office buildings, and so on. The studied plant requires
a total facility-wide cooling power of 1.81 MW. The total com-
bined average available cooling power generated via the com-
bined cogeneration system is significantly more than the re-
quired cooling capacity of the facility as shown in Section 4.2.

Additional cost savings can be calculated by applying the
MEGAFLEX active energy charges to the cooling demand of
the plant that is now supplied by the combined cogeneration
system. Also, the furnace load can be further reduced because
of the reduction in the cooling power required by the furnaces.
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Table 6: Capital costs associated with the combined cogeneration system
System Component Cost ($)
Turboden TD40 ORC Unit 4 935 785.83
Intermediate Gas/Oil Thermal Exchanger 3 286 310.67
2 MW single stage hot water chiller 276 578.92
Total cost 8 498 675.41

Utilizing the chosen winter and summer months to calculate
additional savings, the overall additional savings are obtained:

• $46 742.37 and $30 007.80 savings from reduction of the
furnace load for August and October 2014, respectively.

• $43 658.72 and $45 502.95 savings from substituted cool-
ing power for August and October 2014, respectively.

Again assuming these savings are similarly achieved for each
summer and winter month, an approximate annual cost savings
of $2 302 082.93 can be obtained for the plant, an increase
of $950 800.13 due to the utilization of the available cooling
power from the proposed absorption refrigeration system.

5. Further discussion of the EPD model results

5.1. Projected payback period
The cogeneration and power generation technologies are

still relatively expensive and the success of such a system or
project is often determined by its payback period, which is the
time it takes for the savings to pay back the capital or project
start-up costs. A summary of the potential costs required for
the implementation of the proposed combined system is shown
in Tab. 6. Taking into account additional costs for installation
and labor, the payback period for the entire system is found to
be from 4 to 5 years, which is acceptable for industrial projects.

5.2. Seasonal variations
The results obtained for winter and summer months are com-

pared with each other to identify the seasonal performance vari-
ations. It is found that, although the results do not differ signif-
icantly, the comfort cooling required throughout the facility is
considerably less in winter. In fact, heating is required rather
than cooling in winter. Therefore, an improvement in the sys-
tem could be made to provide the facility with comfort heat-
ing during winter months. In general, it is noticed that slightly
more, about 0.18%, cost savings are obtained during winter
months.This is because of the much higher active energy con-
sumption rates during winter months, especially during peak
and standard TOU periods. Being able to significantly reduce
the amount of active energy consumed from the utility grid by
the cogeneration system allowed for the slight increase in the
overall system associated cost savings during winter months.

5.3. Potential improvements
A number of improvements are identified with regards to

this research. The most significant improvements identified are:

• The thermal energy recovery efficiency can be improved
by allowing for a lower bagplant inlet temperature.

• The thermal energy recovery efficiency can be improved
by convert the open furnaces to closed ones. This will al-
low for the direct burning of the CO gas in a gas combus-
tion engine, which is much more efficient than the pro-
posed power generation system.

• The excess cooling power, more than 5 MW, can be sold
and dispatched to outlying or adjacent facilities to meet
additional cooling requirements and to allow for addi-
tional financial incentives.

6. Conclusion

Obtaining an optimal operation strategy for cogeneration
systems in a grid-connected environment is a challenging task,
which has not been well studied in the literature. In this study,
the optimal operation of a grid-tied cogeneration system aiming
at maximizing the benefits of a ferrochrome smelting plant and
aiding the utility grid during peak demand periods is formu-
lated into an optimization problem. The raw material smelting
processes and the characteristics of the cogeneration system are
modeled first to determine the available process waste heat and
the corresponding electrical and cooling power generation ca-
pacities of the cogeneration system. The optimization model is
designed to make use of the process models and the consump-
tion and feed-in tariffs determined by the utility to dispatch the
generated electricity between the on-site loads and the utility
grid optimaly. The effectiveness of the model is demonstrated
by a case study. Further, the optimization model developed can
be adapted for similar grid-connected cogeneration systems to
improve their efficiency. It can also be used to evaluate the fi-
nancial viability of new cogeneration projects.
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